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Please find attached the 3rd Quarter 2020 Non-Compliance Reports for the East Chicago Sanitary
District. Should you have any questions or require additional information, please contact us at your
convenience.

Yours truly,

Kenneth L. Myers
Compliance Manager
City of East Chicago Sanitary District
219.391.8466 ext 228
Visit us at...

Disclaimer

The information contained in this communication from the sender is confidential. It is intended solely for use
by the recipient and others authorized to receive it. If you are not the recipient, you are hereby notified that
any disclosure, copying, distribution or taking action in relation of the contents of this information is strictly

prohibited and may be unlawful.

This email has been scanned for viruses and malware, and may have been automatically archived by
Mimecast Ltd, an innovator in Software as a Service (SaaS) for business. Providing a safer and more
useful place for your human generated data. Specializing in; Security, archiving and compliance. To find out
more Click Here.
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CITY OF EAST CHICAGO
Anthony Copeland, Mayor

October 28, 2020

Natalie Maupin L‘

Indiana Department of Environmental Management
Office of Water Quality-Mail Code 65-42
Compliance Evaluation Section-Pretreatment Group
100 North Senate

Indianapolis, IN 46204-2251

RE: East Chicago Sanitary District
Quarterly Compliance Pretreatment Report
3" Quarter Report of 2020

To Natalie Maupin:

East Chicago Sanitary District
Dr. Abderrahman Zehraoui, Director

5201 Indianapolis Boulevard
East Chicago, IN 46312
Phone: (219) 391-8466

Fax: (219) 391-8254

In accordance with Part III A (1) of the NPDES Permit No. 0022829, the East Chicago Sanitary District Pretreatment
Staff has prepared and enclosed the Quarterly Report for the 3™ Quarter of 2020. Shonld you have any questions, please

contact me at (219) 391-8466.

Sincerely,

Kenni eth LT\M%

CC: Newton Ellens, USEPA
Abderrahman Zehraoui, Ph.D,, Director of Utilities, ECSD
Nickie Geros, Pretreatment Coordinator, ECSD

Encls.





EAST CHICAGO SANITARY DISTRICT
EAST CHICAGO, INDIANA
3" QUARTER
[%NDUSTRIAL COMPLIANCE STATUS REPORT

2020

October 28, 2020





The District has a total of 22 permitted Industrial Users (IUs), eight which are categorized as Significant
Industrial Users (SIUs). The eight SIU permittees consist of five Categorical Industrial Users (CIUs)
[Outfall #312 — Electric Coatings, Outfall #415 - TAC East Inc., Outfall #514 — National Processing
Corporation, Outfall #521 - Lakeshore Railcar Services, and Outfall #901 —Safety Kleen] and three other
IUs [Outfall #4401 — W. R. Grace, Outfall #936 — US Steel Corporation, and Outfall #951 US Gypsum). The
discharge permit for Outfall #415 — TAC East, Inc. has been suspended due to a fire at the facility in August
2019 and operations have been suspended ever since. Outfall #936 — US Steel has also suspended
operations at their facility.

Except for the permitted IUs involving groundwater remediation projects (Outfalls 112, 124 and 411), each
of the permitted IUs are sampled on monthly basis, as a minimum. This compliance report covers the
period from July 1, t(lSeptember 20, 2020.

The permitted industrial users (IUs) were sampled by the District during this quarter on the dates listed
below.

Outfall Company 3™ Quarter Sample Dates
112 GATX No sampling, no discharges
124 Buckeye Pipeline No sampling, no discharges
312 Electric Coatings 7/14, 8/18 and 9/2
401 WR Grace 7/2, 8/3 and 9/1
411 USS Lead Site Self-monitoring on 9/29
415 TAC East No Sampling. Discharge permit has been suspended as there
was a fire at the facility on 8/24/19 and operations have
temporarily ceased.
511 Green Lake Tube 7/22, 8/24 and 9/3
514 National Processing 7/22, 8/24 and 9/3
518 ICO Polymers 7/1, 8/4 and 9/8
521 Lakeshore Railcar 7/27, 8/13, 8/19, 9/14 and 9/30
531 Praxair, Inc. 7/28, 8/6 and 9/22
Production
541 Praxair, Inc. Rare 7/28, 8/6 and 9/22
Gases
611 Arcelor Mittal- 7/15, 8/25 and 9/21
Research
804 Arcelor Mittal East 7/21, 8/17 and 9/15
805 Arcelor Mittal East 7/21, 8/17 and 9/15
901 Safety-Kleen 7/15, 8/12, 8/20, 9/10 and 9/28
931 Arcelor Mittal West 7/20, 8/10 and 9/17
934 Arcelor Mittal West 7/20, 8/10 and 9/17
935 Arcelor Mittal West 7127, 8/26 and 9/24
936 US Steel No sampling, US Steel suspended operations at this facility
941 Praxair, Inc. HyCO 7/23, 8/5 and 9/24
951 US Gypsum 7/29, 8/27 and 9/23

No compliance monitoring was completed at #112 GATX, #124 Buckeye Pipeline, #415 TAC East and #936 US
Steel as there were no discharges from these facilities. GATX #112 consists of a groundwater remediation system for
treating impacted petroleum groundwater. Buckeye Pipeline #124maintains a discharge permit for several dewatering
and groundwater remediation project was not sampled during this period as there were no discharges. The #415 TAC





East facility has ceased operations since a fire occurred at their facility on August 24, 2019 and operations have not
resumed. US Steel #936 ceased operations at their facility, has no discharges and thus no sampling was completed.

During the 3™ quarter of 2020, one Industrial Users (IU) experienced a total of 8 violations with the following
parameters and is summarized as follows:

East Chicago Sanitary District

Compliance Status Report
Report Date Range: 7/1/2020 - 9/30/2020

- . onfad [ -

<]

v £ 0
0171 {901 Phenol {mg/L} 1 Daily Maximum Limit >0.86
70191 |901 Amen. Cyanide {mg/L} 5 Daily Maximum Limit >0.019
70461  |901 Total Mercury (Hg) {mga/L} 2 Daily Maximum Limit >0.00029
i Total” 8

Safety-Kleen Systems, Outfall # 901, a CIU categorized as a CWT under 40 CFR 437.25 — exceeded the available
cyanide local limit on five occasions., total mercury on two occasions and phenols on one occasion. NOV letters for
each occurrence were sent on July 31, August 27, September 8 and October 15. Each exceedance was assessed a
fine of $2,500, totaling $20,000. Safety-Kleen has paid the fines for the phenol and mercury violations and continues
to withhold any fines related to cyanide violations pending resolution of their appeal of the cyanide discharge permit
limits.

No other violations were noted during the 3rd quarter of 2020 pretreatment monitoring by the District or TU self-
monitoring reports. The violations at the IU noted above were handled in accordance with the Sanitary District's
Response Plan and Sewer Ordinance.

A Quarterly Summary Report summarizing the analytical results of sampling completed July 1 through September
30, 2020 for Safety-Kleen’s violations is included as an attachment to this letter, This summary provides the dates
and analytical results of the pretreatment monitoring for each facility having a violation. Analytical results that
exceed the local or categorical limit are highlighted. Copies of the NOV letters issued to the violating IUs are also
attached.





Monthly Pretreatment Monitoring Report Summary for Safety-Kleen
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Notice of Violations — 3™ Quarter 2020





CITY OF EAST CHICAGO
Anthony Copeland, Mayor 5201 Indianapolis Boulevard

East Chicago, IN 46312
Phone: (219) 391-8466
Fax: (219) 391-8254

July 31, 2020

Michael Radcliffe
Senior Compliance Manager

Safety-Kleen Systems
601 Riley Road
East Chicago, IN 46312

Re: Notice of Violation — Non-Compliance with Discharge Permit Outfall No. 901
Dear Mr. Radcliffe:
On July 15, 2020, District personnel collected a sample of effluent from Outfail No. Y01. Based upon the analytical
results, the District determined that the discharge from the above referenced facility on this date was in violation of its
Industrial Wastewater Discharge Permit. Specifically, the analytical data indicates the following violations:

Per Part B, the Permittee shall at no time discharge wastewater containing pollutants in excess of any of the following
specific pollutant limitations as established by Article 13.13.3.02.3 of the Sewer User Ordinance (Local Limits).

¢ Local Limit for available cyanide is 0.019 mg/L; analytical result reported is 0.23 mg/L.

Within 15 business days of receipt of this letter, you must provide a written explanation for the cause of the violation as
well as a corrective action plan to ensure compliance in the future. Failure to submit the required report within the
specified time shall be subject to additional fines in accordance with the Ordinance.

In accordance with Article 13.13.7.01 of the Sewer User Ordinance, the penalty for the above noted violation is $2,500.
Kindly remit payment to the District within 30 calendar days upon receipt of this letter.

Should you have any questions concerning this notice, please contact Henry Padilla at 391-8466 ext. 232 ot email at
hpadilla@eastchicago.com.

Sincerely,
A e,
enry Padiila nneth L. Myers
Pretreatment Assistant Compliance Manager
Encls.

CC: Dr. Abderrahman Zehraoui, Director of Utilities, ECSD
Dr. Joseph Allegretti, ECSD Counsel
File - Safety Kleen #901/Enforcement

901 NOV £7-31-20 (CN on 07-15-20)





CITY OF EAST CHICAGO
ﬁﬂtﬁ‘my C"PB&W’: Mayor 5201 Indianapolis Boulevard

East Chicago, IN 46312
Phone: (219) 391-8466
Fax: (219) 391-8254

August 27, 2020

Michael Radcliffe

Senior Compliance Manager
Safety-Kleen Systems

601 Riley Road

East Chicago, IN 46312

Re: Notice of Violation — Non-Compliance with Discharge Permit Outfall No. 901

Dear Mr. Radcliffe:

On August 12, 2020, District personnel collected a sample of etfluent from Qutfall No. 901. Based upon the analytical
results, the District determined that the discharge from the above referenced facility on this date was in violation of its
Industrial Wastewater Discharge Permit. Specifically, the analytical data indicates the following violations;

Per Part B, the Permitice shall at no time discharge wastewater containing pollutants in excess of any of the following
specific pollutant limitations as established by Article 13.13.3.02.3 of the Sewer User Ordinance (Local Limits).

» Categorical Limit for available cyanide is 0.019 mg/L; analytical result reported is 0.22 mg/L.
*  Categorical Limit for Mercury is 0.0002 mg/L; analytical resuit reported is 0.00031 mg/L.

Within 15 business days of receipt of this letter, you must provide a written explanation for the cause of the violation as
well as a corrective action plan to ensure compliance in the future. Failure to submit the required report within the
specified time shall be subject to additional fines in accordance with the Ordinance.

In accordance with Article 13.13.7.01 of the Sewer User Ordinance, the penalty for the above noted violation is $5,000.
Kindly remit payment to the District within 30 calendar days upon receipt of this letter.

Should you have any questions concerning this notice, please contact Henry Padilla at 391-8466 ext. 232 or email at
hpadiilla@eastchicago.com.

Sincerely,

fra oZ
Henry Padilla enneth L. Myers
Pretreatment Assistant Compliance Manager
Encls.

CC: Dr. Abderrahman Zehraoui, Director of Utilities, ECSD
Dr, Joseph Allegretti, ECSD Counsel
File - Safety Kleen #901/Enforcement

901 NOV 08-27-20 (CN, HG on 08-12-20)





CITY OF EAST CHICAGO

ﬁntliony Copehnd: Mdj’ﬂ?’ 5201 Indianapolis Boulevard
East Chicago, IN 46312

Phone: (219) 391-8466

Fax: (219) 391-8254

September 8, 2020

Michael Radcliffe

Senior Compliance Manager
S -Kleen Systems

601 Riley Road

East Chicago, IN 46312

Re: Notice of Violation — Non-Compliance with Discharge Permit Outfall No. 901

Dear Mr. Radcliffe:

On August 20, 2020, District personnel collected a sample of effluent from Outfall No. 901. Based upon the analytical
results, the District determined that the discharge from the above referenced facility on this date was in violation of its
Industrial Wastewater Discharge Permit. Specifically, the analytical data indicates the following violations:

Per Part B, the Permittee shall at no time discharge wastewater containing pollutants in excess of any of the following
specific pollutant limitations as established by Article 13.13.3.02.3 of the Sewer User Ordinance (Local Limits).

» Categorical Limit for available cyanide is 0.019 mg/L; analytical result reported is 0.11 mg/L.

Within 15 business days of receipt of this letter, you must provide a written explanation for the cause of the violation as
well as a corrective action plan to ensure compliance in the future. Failure to submit the required report within the
specified time shall be subject to additional fines in accordance with the Ordinance.

In accordance with Article 13.13.7.01 of the Sewer User Ordinance, the penalty for the above noted violation is $2,500.
Kindly remit payment to the District within 30 calendar days upon receipt of this letter.

Should you have any questions concerning this notice, please contact Henry Padilla at 391-8466 ext. 232 or email at
hpadilla@eastchicago.com.

Sincerely,

o P W%
Henry Padilla Kenneth L. Myers
Pretreatment Assistant Compliance Manager
Encls.

CC: Dr. Abderrahman Zehraoui, Director of Utilities, ECSD
Dr. Joseph Allegretti, ECSD Counsel
File - Safety Kleen #901/Enforcement

901 NOY 09-8-20 (CN on 03-20-20)





CITY OF EAST CHICAGO

Anthony Copeland, Mayor 5201 Indianapolis Boulevard
East Chicago, IN 46312

Phone: (219) 391-8466

Fax: (219) 391-8254

October 15, 2020

Michael Radcliffe ‘
Senior Compliance Manager
Safety-Kleen Systems

601 Riley Road

East Chicago, IN 46312

Re: Notice of Violation — Non-Compliance with Discharge Permit Qutfall No. 901

Dear Mr. Radcliffe:

On September 28, 2020, District personnel collected a sample of effluent from Outfall No. 901. Based upon the
analytical results, the District determined that the discharge from the above referenced facility on this date was in
violation of its Industrial Wastewater Discharge Permit. Specifically, the analytical data indicates the following

violations:

Per Part B, the Permittce shall at no time discharge wastewater containing pollutants in excess of any of the following
specific pollutant limitations as established by Article 13.13.3.02.3 of the Sewer User Ordinance (Local Limits).

Categorical Limit for available cyanide is 0.019 mg/L; analytical result reported is 0.16 mg/L.
» Categorical Limit for Phenols is 0.96 mg/L; analytical result reported is 16.60 mg/L.
* Local Limit for pH is between 5-10; grabbed result reported is 11.7.

Within 15 business days of receipt of this letter, you must provide a written explanation for the cause of the violation as
well as a corrective action plan to ensure compliance in the future. Failure to submit the required report within the
specified time shall be subject to additional fines in accordance with the Ordinance.

In accordance with Article 13.13.7.01 of the Sewer User Ordinance, the penalty for the above noted violation is $7,500.
Kindly remit payment to the District within 30 calendar days upon receipt of this letter.

Should you have any questions concerning this notice, please contact Henry Padilla at 391-8466 ext. 232 or email at
hpadilla@eastchicago.com.

Sincerely,
Henry Padilla chncth L. Myers

Pretreatment Assistant Compliance Manager

Encls.

CC: Dr. Abderrahman Zehraoui, Director of Utilities, ECSD
Mr. Joseph Allegretti, ECSD Counsel

File — Safety-Kleen #901/Enforcement

901 NOV 10-15-20 (CN, PH, pE on 09-28-20}






